
WATER 

Phone 
Fax 
Mailing 

(219) 295-2400 
(219) 293-2723 
POBox 1023 
Elkhart, In 46515 

WASTEWATER 

(219) 293-2572 
(219)293-7658 
1201 S. Nappanee St. 
Elkhart, In 46516 

PUBLIC WORKS 

(219) 294-5471 
(219)293.7964 
229 S. Second St 
Elkhan, In 46516 
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PUBLIC WORKS AND UTILITIES. Elkhart, In m JAMES P. PERRON, Mayor 

AIR S T R I P P E R MAINTENANCE 

APRIL THRU JUNE 1 9 9 4 

EPA Region 5 Records Ctr. 

353122 

DATE 

April 1-

4/4 
4/5 

May'l -

5/13 

June 1 -
6/13-14 
•6/27 

53.0 ̂  

31. 

- 30 

ITEM 

Daily Readings 

Rebuild clilorinator 
Rebuild RP 

Daily Readings 

#1 Variable freq. c3rive 

Daily Readings 
Work on alarms 
Reset alarms 

TIME SPENT 

8.50 
4.00 0/T 
5.00 
ZOO 

3.00 
6.00 
5.00 

4.50 
5.00 
2.00 

0/T 

• " " ' ' C 

0/T 

® COMMITMENT TO EXCELLENCE 



CITY OF ELKHART 
WATER TREATMENT UTILITY 
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Elkhart Public Works - Water Division 
Accounts Payable 
P.O. Box 1023 
Elkhart, Indiana 46515 

Invoice No: 
Invoice Date: 
EIS Client No: 
EIS Project No: 

21721 
May 17,1994 
1008 
8944 

TERMS: Net 15 Days 

For Professional Services Rendered 

Laboratory analysis performed on the following sample(s): 

EIS 
LAB NO SAMPLE DESCRIPTION 

16268 W94-0598/MW#4-NWWF 
16269 W94-0599/MW#6-NWWF 
16270 W94-0600 / A.S. TOWER #1 - N M W F - INFLUENT 
16271 W94-0601 / A.S. TOWER #1 - N M W F - EFFLUENT 

TOTAL FEE DUE 

DATE 
SAMPLED 

^04-13-'94~ 
04-13-94 
04-13-94 
04-13-94 

DATE 
REPORTED 

; 05-16-94 
05-16-94 
05-16-94 
05-16-94 

LIST 
COST 

$280.00 
$280.00 
$138.00 
$138.00 

$836.00 
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EIS ENVIRONMENTAL ENGINEERS, INC. • 1701 North Ironwood Drive • South Bend, Indiana 46635 • 219/277-5715 



SAMPLS ID: H94-0600 
A.S. Tower #1 - N M W P - Influent ^ / / - ^ ( ^ ^ 

REPORT DATE: 05 /1S /94 
S I S LAB NO: 16270 

VOLATILE ORGANIC COMPODNDS (VOC) IN DRINKING WATER 

REggiATgD VOC RESULT DL 

Benzene 
Cazfoon T e t r a c h l o r i d e 
o -Dlc l i lo robenzez ie 
p-Dlchlorobenzene 
1,2-Dlchloroethane 
1,1-Dichloroethylene 
c-l,2-Dichloroethylene .... 
t-l,2-Dichloroethylene .... 
Dichloromethane 
1,2-Dichloropropane 
Sthyl Benzene 
Monochlorobenzene 
Styrene 
Tetrachloroethylene 
Toluene 
Total Trihalomethenes (TTHM) 
1,2,4-Trichlorobenzene 
1,1,1-Trichloroethane ..... 
1,1,2-Trichloroethane 
Trichloroethylene 
Vinyl Chloride 
xylenes(total) 

1 , 2 - D i c h l o r o e t h a n e , d4 (SXXR) 
T o l u e n e , d8 (SOR) 
B r o m o f i u o r o b e n z e n e (SUR) 

ND 
ND 
ND 
ND 
ND 
ND 

0.54-/ 
ND 
ND 
ND 
ND 
ND / 
5,1^^ 
ND 
ND 
ND / 
I.S*/ 
ND / 

0.5K 
ND 

95% 
97% 
99% 

0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
2,0 
0.5 
0.5 
0.5 
0.5 
0.5 
2.0 

76-114 
88-110 
86-115 

UNREGULATED VOC 

Bromobenzene 
Bromoch lo romethane 
B r o m o d i c h l o r o m e t h a n e 
Bromofozm 
Bromomethane 
n-Butylbenzene 
sec-Butylbenzene 
tert-Butylbenzene 
Chlorodibromomethane 
Chloroethane 
Chloroform 
Chloromethane 
o-Chlorotoluene 
p-Chlorotoluene 
Dibromomethane 
m-Oichlorobenzene 
Dichlorodifluoromethane 
1,1-Dichloroethane 
1,3-Dichloropropane 
2,2-Dichloropropane 
1,1-Dichloropropene 
1,3-Dichloropropene(total) 
Fluorotrichloromethane 
Hexachlorobutadiene 
Isopropylbenzene 
p-Isopropyltoluene 
Naphthalene 
n-P ropy Ibenzene 
1,1,1,2-Tetrachloroethane 
1,1,2,2-Tetrachloroethcme 
1,2,3-Trichlorobenzene 
1,2,3-Trichloropropane 
1,2, 4-Trimethylbenzene 
1,3,5-Trimethylbenzene 

RESULT 

ND 
ND 
ND 
ND 
ND 
ND 
MD 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
0 . 5 ^ 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

DL 

0.5 
2.0 
0.5 
0.5 
2.0 
0.5 
0.5 
0.5 
0.5 
2.0 
0.5 
2.0 
0.5 
0.5 
0.5 
0.5 
2.0 
0.5 
0.5 
1.0 
0.5 
1.0 
1.0 
"0.5 
0.5 
0:5 
0.5 
0.5 
1.0 
0.5 
0.5 
1.0 
O.S 
0.5 

ANALYTICAL COMMENTS 
1. SPA Method: 524.2 
2. Result is in Mg/1 
3. DL a Detection Limit at the dilution used 
4. ND = Not Detected at the DL shown 
5. SUR s Surrogate compound with QC Limits shown in the DL column 
6. A BlanJc Result means the analysis was not requested 
7. Sas^le Dilution: None 
8. Other VOC detected: Yes 

tert-Butyl Methyl Ether 1.9 ppb 

Lab Form 2028 Revised (08.0&-93) ^ Recycled Paper 



SAMPLE I D : W 9 4 - 0 6 0 1 
A . S . T o w e r # 1 - N M W F E f f l u e n t t ^ l l l l / ) ^ 

REPORT DATS: 0 5 / 1 6 / 9 4 
E I S LAB NO: 1 6 2 7 1 

VOLATILE ORGANIC COMPODNDS (VOC) IN DRINKING WATER 

REGULATED VOC 

Benzene 
Carbon Tetrachloride 
o-Dic2ilorobenzena 
p-Dichlorobenzene 
1,2-Dichloroethane 
1,1-Oichloroethylene 
c-l, 2-Dichloroethylene 
t-l, 2-Dichloroethylene 
Dichloromethane 
1,2-Dichloropropane 
Ethyl Benzene 
Monochlorobenzene 
Styrene 
Tetrachloroethylene 
Toluene 
Total Trihalomethanes (TTBM) 
1,2, 4-Trichlorobenzene 
1,1,1-Trichloroethane 
1,1,2-Trichloroethane 
Trichloroethylene 
Vinyl Chloride 
xylenes(total) 

1,2-Dichloroethane, d4 (SUR) 
Toluene,dS(SUR) 
Bromofiuorobenzene (SUR) 

RESULT DL 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
MD 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

94% 
97% 

104% 

76 
88 
86 

0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
2.0 
0.5 
0.5 
0.5 
0.5 
0.5 
2.0 

-114 
-110 
-115 

UNREGULATED VOC RESULT PL 

Bromobenzene ND 0.5 
Bromochloromethane ND 2.0 
Bromodichloromethane ND 0.5 
Bromofozm ND 0.5 
Bromomethane ND 2.0 
n-Butylbenzene ND '0.5 
sec-Butylbenzene ND 0.5 
tert-Butylbenzene ND 0.5 
Chlorodibromomethane ND 0.5 
Chloroethane ND 2.0 
Chlorofozm ND 0.5 
Chloromethane ND 2.0 
o-Chlorotoluene ND 0.5 
p-Chlorotoluene ND 0.5 
Dibromomethane ND 0.5 
m-Diclilorobenzene ND 0.5 
Dichlorodifluoromethane ND 2.0 
1,1-Dichloroethane ND 0.5 
1,3-Dichloropropane ND 0.5 
2,2-Dichloropropane ND 1.0 
1,1-Dichloropropene ND 0.5 
1,3-Dichloropropene(total) ND 1.0 
Fluorotrichloromethane ND 1.0 
Bexachlorobutadiene ND 0.5 
Isopropylbenzene ND 0.5 
p-Isopropyltoluene ND 0.5 
Naphthalene ND 0.5 
n-Propylbenzene ND 0.5 
1,1,1,2-Tetrachloroethane ND 1.0 
1,1,2,2-Tetrachloroethane ND 0.5 
1,2,3-Trichlorobenzene ND 0.5 
1,2,3-Trichloropropane ND 1.0 
1,2,4-Trimethylbenzene ND 0.5 
1,3,5-Trimethylbenzene ND 0.5 

ANALYTICAL COMMENTS 
1. EPA Method: 524.2 
2. Result is in \ i g / l 
3. DL => Detection Limit at the dilution used 
4. ND = Not Detected at the DL shown 
5. SUR = Surrogate confound with QC Limits shown in the DL column 
6. A BlemJc Result means the analysis was not requested 
7. Saaple Dilution: None 
8. Other VOC detected: Yes 

tert-Butyl Methyl Ether 1.0 ppb 

Lab Form 2028 Revised (08-05-93) ^ Recycled Paper 



Elkhart Public Works - Water Division 
Accounts Payable 
P.O. Box 1023 
Elkhart, Indiana 46515 

Invoice No: 
Invoice Date: 
EIS Client No: 
EIS Project No: 

TERMS: 

21975 
June 28,1994 
1008 
8944 

Net 15 Days 

For Professional Services Rendered 

Laboratory analysis performed on the following sample(s): 

EIS 
LAB NO SAMPLE DESCRIPTION 

17309 W94-0840 / A.S. TOWER #2 INFLUENT 
17310 W94-0841 / A.S. TOWER #2 EFFLUENT 
17311 W94-0842 / A.S. TOWER #1 EFFLUENT 
17312 W94-0843 / FINISH - NWWF 
17313 W94-0844/FINISH-NMWF 
17314 W94-0845 /FINISH - SOUTH WELL 

TOTAL FEE DUE 

DATE 
SAMPLED 

05-26-94 
05-26-94 
05-26-94 
05-26-94 
05-26-94 
05-26-94 

DATE 
REPORTED 

06-14-94 
06-14-94 
06-14-94 
06-14-94 
06-14-94 
06-14-94 

LIST 
COST 

$138.00 
$138.00 
$138.00 
$280.00 
$280.00 
$280.00 

$1,254.00 

^/yo^o 

TK^TT-r--
I . • . , • — ' • — - \ . i - •:• \ i 
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ELK. PUBLIC 
UTIL. WATER DJV-

EIS ENVIRONMENTAL ENGINEERS, INC. • 1701 North Ironwood Drive • South Bend. Indiana 46635 • 219/277-5715 



ANALYTICAL REPORT <L.J3 

^ ^ '.026. 94^ 
Client: 

Ms Lynn Newvine, Laboratory Director 
Elkhart Public Works & Utilities 
1201 South Nappanee Street 
Bkhart, Indiana 46516 
219-293-2572 

Invoice To: 
Accounts Payable 
Bkhart Public Works - Water Division 
P.O. Box 1023 
Elkhart, Indiana 46515 

ReportDate: 6-14-94 
EiSLabNo: 17309 
BS Project No: 1008-8944 
EIS Priority: 4 
Client P.0.#: 
Certification: Indiana Drinking Water Certificate No. C-71-02 

Sample ID: 

Date Sampled: 
Date Received: 

SAMPLE IDENTIFICATION 
Vy94-0840 
A.S. Tower #2 Influent 
5-26-94 
5-26-94 

Report To: 
Ms Marie Davis 
Elkhart Public Works 
1201 South Nappanee Street 
Elkhart, Indiana 46516 

Extra Report To: 

PARAMETER 

VOC 

RESULT 
TEST 
DATE ANALYST 

05-26-94 WiIliams,J 
See Attached ORGANICS REPORT 

QUALITY ASSURANCE'OFFICER LABORATORY DIRECTOR 

2001 Rev (5-04-94) ^ Recycled Paper 

BS ENVIRONMENTAL ENGINEERS, INC. . 1701 North Ironwood Drive • South Bend, Indiana 46635 • 219/277-5715 



SAMPLE ID: W94-0840 
A . S . Tower #2 I n f l u e n t 

REPORT DATE: 06 /14 /94 
EIS LAB NO: 17309 

VOLATILE ORGANIC COMPOUNDS (VOC) IN DRINKING WATER 

REGOLATED VOC RESULT DL UWREGCTLATED VOC RESULT. 

Benzene ND 
Carbon Tetrachloride ND 
o-Olchlorobenzene ND 
p-Dlchlorobenzene ND 
1,2 -Dichloroethane ND 
1,1-Dichloroethylene 0.66 
c-l, 2-Dichloroethylene 15 
t-l, 2-Dichloroethylene 1.0 
Dichloromethane ND 
1,2-Dichloropropane ND 
Ethyl Benzene ND 
Monochlorobenzene ND 
Styrene ND 
Tetrachloroethylene 8.7 
Toluene ND 
Total Trihalomethanes (TTHM) ND 
1,2,4-Trichlorobenzene ND 
1,1,1-Trichloroethane 3.2 
1,1,2-Trichloroethane ND 
Trichloroethylene 27 
Vinyl Chloride ND 
Xylenes(total) ND 

1,2-Dichloroethane, d4 (SUR) 91% 
2, 4-Dichlorotoluene (SUR) 90% 
Toluene,dS(SUR) 10 4 % 

0.5 Bromobenzene 
0.5 Bromochloromethane 
0.5 Bromodichloromethane 
0.5 Bromoform 
0.5 Bromomethane 
0.5 n-Butylbenzene 
0.5 sec-Butylbenzene 
0.5 tert-Butylbenzene 
0.5 Chlorodibromomethane 
0.5 Chloroethane 
0.5 Chloroform 
0.5 Chloromethane 
0.5 o-Chlorotoluene 
0.5 p-Chlorotoluene 
0 .5 Dibromomethauie 
2.0 m-Dichlorobenzene 
0.5 Dichlorodifluoromethane 
0,5 1,1-Dichloroethane 
0.5 1,3-Dichloropropane 
0.5 2,2-Dichloropropane * 
0.5 1,1-Dlchloropropene 
2.0 1,3-Dichloropropene(total) 

Fluorotrichloromethane 
70-130 Hexachlorobutadiene 
70-130 Isopropylbenzene 
70-130 p-Isopropyltoluene 

Naphthalene 
n-P ropyIben z ene 
1,1,1,2-Tetrachloroethane 
1,1,2,2-Tetrachloroethane 
1,2,3-Trichlorobenzene 
1,2,3-Trichloropropane 
1,2,4-Trimethylbenzene 
1,3,5-Trimethylbenzene 

DL 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
0.66 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
1.0 
0.5 
1.0 
0.5 
0.5 
0.5 
0.5 
2.0 
0.5 
2.0 
1.0 
0.5 
1.0 
1.0 
0.5 
0.5 
0.5 
0.5 
0.5 
1.0 
0.5 
0.5 
1.0 
0.5 
0.5 

ANALYTICAL COMMENTS 
1. EPA Method: 502.2 
2. Result is in M.g/1 
3. DL = Detection Limit at the dilution used 
4. KD = Not Detected at the DL shown 
5. SUR = Surrogate conpound with QC Limits shown in the DL column 
6. * = Co-elutes with chloroform 
7. A Blan]c Result means the analysis was not requested 
8 . Sample Dilution: None 
9. Other VOC detected: Yes 

tert-Butyl Methyl Ether 2.5 ppb 

Lab Form 2029 Revised (Oa-OS-93) ^ Recycled Paper 



ANALYTICAL REPORT 
er^t.y 

7 

O^^- 60.0 9'h 

Client: 
Ms Lynn Newvine, Laboratory Director 
Elkhart Public Worics & Utilities 
1201 South Nappanee Street 
Bkhart, Indiana 46516 
219-293-2572 

Invoice To: 
Accounts Payable 
Elkhart Public Works - Water Division 
P.O. Box 1023 
Elkhart, Indiana 46515 

ReportDate: 6-14-94 
EiSLabNo: 17310 
EIS Project No: 1008-8944 
EIS Priority: 4 
Client P.0.#: 
Certification: Indiana Drinking Water Certificate No. C-71-02 

ReportTo: 
Ms Marie Davis 
Bkhart Public Works 
1201 South Nappanee Street 
Elkhart. Indiana 46516 

SAMPLE IDENTIFICATION 
Sample ID: W94-0841 

A.S. Tower #2 Effluent 
Date Sampled: 5-26-94 
Date Received: 5-26-94 

Extra Report To: 

PARAMETER 

VOC 
• See Attached ORGANICS REPORT 

RESULT 
TEST 
DATE ANALYST 

05-26-94 Williams,J 

^W^. 
QUALITY ASSURANCE OFFICER LABORATORY 

2001 Rev (5-04-94) ^ Recycled Paper 

BS ENVIRONMENTAL ENGINEERS, INC. • 1701 North Ironwood Drive • South Bend, Indiana 46635 . 219/277-5715 



SAMPLS I D : W 9 4 - 0 8 4 1 
A . S . T o w e r #2 E f f l u e n t 

REPORT DATE: 0 6 / 1 4 / 9 4 
E I S LAB NO: 1 7 3 1 0 

VOLATILE ORGANIC COMPOUNDS (VOC) IN DRINKING WATER 

RESULATED VOC RESULT DL 

Benzene 
Carbon Tetrachloride 
o-Dichlorobenzene 
p-Dichlorobenzene 
1,2-Dichloroethane 
1,1-Dichloroethylene 
c-l,2-Dichloroethylene 
t-l, 2-Dichloroethylene 
Dichloromethane 
1,2-Dichloropropane 
Ethyl Benzene 
Monochlorobenzene 
Styrene 
Tetrachloroethylene 
Toluene 
Total Trihalomethanes(TTHM) 
1,2,4-Trichlorobenzene 
1,1,1-Trichloroethane 
1,1,2-Trichloroethane 
Trichloroethylene 
Vinyl Chloride 
Xylenes(total) 

1,2-Dichloroethane,d4(SUR) 
2,4-Dichlorotoluene(SUR) 
Toluene,d8(SUR) 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

85% 
91% 
03% 

70 
70 
70 

0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
2.0 
0.5 
0.5 
0.5 
0.5 
0.5 
2.0 

-130 
-130 
-130 

UNREGULATED VOC RESULT DL 

Bromobenzene ND 0.5 
Bromochloromethane ND 0.5 
Bromodichloromethane ND 0.5 
Bromoform ND 0.5 
Bromomethane ND 0.5 
n-Butylbenzene ND 0.5 
sec-Butylbenzene ND 0.5 
tert-Butylbenzene ND 0.5 
Chlorodibromomethane ND 0.5 
Chloroethane ND 1.0 
Chloroform ND 0.5 
Chloromethane ND 1.0 
o-Chlorotoluene ND 0.5 
p-Chlorotoluene ND 0.5 
Dibromomethane ND 0.5 
m-Dichlorobenzene ND 0.5 
Dichlorodifluoromethane ND 2.0 
1,1-Dichloroethane ND 0.5 
1,3-Dichloropropane ND 2.0 
2,2-Dichloropropane * ND 1.0 
1,1-Dichloropropene ND 0.5 
1,3-Dichloropropene(total) ND 1.0 
Fluorotrichloromethane ND 1.0 
Hexachlorobutadiene ND 0.5 
Isopropylbenzene ND 0.5 
p-Isopropyltoluene ND 0.5 
Naphthalene ND 0.5 
n-Propylbenzene ND 0.5 
1,1,1,2-Tetrachloroethane ND 1.0 
1,1,2,2-Tetrachloroethane ND 0.5 
1,2,3-Trichlorobenzene ND 0.5 
1,2,3-Trichloropropane ND 1.0 
1,2,4-Trimethylbenzene ND 0.5 
1,3,5-Trimethylbenzene ND 0.5 

ANALYTICAL COMMENTS 
1. EPA Method: 502.2 
2. Result is in |ig/l 
3. DL = Detection Limit at the dilution used 
4. ND = Not Detected at the DL shown 
5 . SUR = Surrogate confound with QC Limits shown in the DL column 
6. * = Co-elutes with chloroform 
7. A BlanJc Result means the analysis was not requested 
8. Saoqple Dilution: None 
9. Other VOC detected: Yes 

tert-Butyl Methyl Ether 0.51 ppb 

Lab Form 2029 Revised (08-05-33) 1 ^ Recycled Paper 



ANALYTICAL REPORT 

Client: 
Ms Lynn Newvine, Laboratory Director 
Elkhart Public Works & Utilities 
1201 South Nappanee Street 
Bkhart, Indiana 46516 
219-293-2572 

Invoice To: 
Accounts Payable 
Elkhart Public Works - Water Division 
P.O. Box 1023 
Elkhart, Indiana 46515 

Report To: 
Ms Marie Davis 
Elkhart Public Works 
1201 South Nappanee Street 
Elkhart. Indiana 46516 

^y3^ 
? ^ 

ReportDate: 6-14-94 
EiSLabNo: 17311 
EIS Project No: 1008-8944 
EIS Priority: 4 
Client P.0.#: 
Certification: Indiana Drinking Water Certificate No. C-71 -02 

SAMPLE IDENTIFICATION 
Sample ID: W94-0842 

A.S. Tower #1 Effluent 

Date Sampled: 5-26-94 
Date Received: 5-26-94 

Extra Report To: 

PARAMETER 

VOC 
• See Attached ORGANICS REPORT 

RESULT 
TEST 
DATE ANALYST 

05-26-94 Williams,J 

LABORATORY DIRECTOR 

2001 Rev (5-04-94) 

^ Recycled Paper 

BS 
ENVIRONMENTAL ENGINEERS, INC. . 1701 North Ironwood Drive . South Bend, Indiana 46635 . 219/277-5715 



SAMPLE ID: H94-0842 
A . s . Tower #1 E f f l u e n t 

REPORT DATE: 06 /14 /94 
EIS LAB NO: 17311 

VOLATILE ORGANIC COMPOUNDS (VOC) IN DRINKING WATER 

REGULATED VOC RESULT DL 

Benzene 
Carbon T e t r a c h l o r i d e 
o - D i c h l o r o b e n z e n e 
p - D i c h l o r o b e n z e n e 
1 , 2 - D i c h l o r o e t h a n e 
1 , 1 - D i c h l o r o e t h y l e n e 
c - l , 2 - D i c h l o r o e t h y l e n e 
t - l , 2 - D i c h l o r o e t h y l e n e 
Dichloronttthane 
1,2-Dichloropropane 
Ethyl Benzene 
Monochlorobenzene 
Styrene 
Tetrachloroethylene 
Toluene 
Total Trihalomethanes (TTHM) 
1,2, 4-Trichlorobenzene 
1,1,1-Trichloroethane 
1,1,2-Trichloroethane 
Trichloroethylene 
Vinyl Chloride 
Xylenes(total) 

1,2-Dichloroethane, d4 (SUR) 
2, 4-Dichlorotoluene(SUR) 
Toluene,d8(SUR) 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

98% 
92% 
03% 

70 
70 
70 

0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
0.5 
2.0 
0.5 
0.5 
0.5 
0.5 
0.5 
2.0 

-130 
-130 
-130 

UNREGULATED VOC 

Bromobenzene 
Bromochloromethane 
Bromodichloromethane 
Bromoform 
Bromomethane 
n-Butylbenzene 
sec-Butylbenzene 
tert-Butylbenzene 
Chlorodibromomethane 
Chloroethane 
Chloroform 
Chloromethane 
o-Chlorotoluene 
p-Chlorotoluene 
Dibromomethane 
m-Dichlorobenzene 
Dichlorodifluoromethane 
1,1-Dichloroethane 
1,3-Dichloropropane 
2,2-Dichloropropane * 
1,1-Dichloropropene 
1,3-Dichloropropene(total) 
Fluorotrichloromethane 
Hexachlorobutadiene 
Isopropylbenzene 
p-Isopropyltoluene 
Naphthalene 
n-Propylbenzene 
1,1,1,2-Tetrachloroethane 
1,1,2,2-Tetrachloroethane 
1,2,3-Trichlorobenzene 
1,2,3-Trichloropropane 
1,2,4-Trimethylbenzene 
1,3,5-Trimethylbenzene 

RESULT 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
im 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

DL 

0.5 
0.5 
0 
0 
0 
0 
0 
0 
0 
1 
0 
1, 
0. 
0.5 
0.5 
0.5 
2.0 
0.5 
2.0 
1.0 
0.5 
1.0 
1.0 
0.5 
0.5 
0.5 
0.5 
0.5 
1.0 
0.5 
0.5 
1.0 
0,5 
0 .5 

ANALYTICAL COMMENTS 
1. EPA Method: 502.2 
2. Result is in |xg/l 
3. DL = Detection Limit at the dilution used 
4. ND = Not Detected at the DL shown 
5. SUR = Surrogate compound with QC Limits shown in the DL column 
6. * = Co-elutes with chloroform 
7. A Blanic Result means the analysis was not requested 
8. Sanple Dilution: None 
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